
Installation details
Aquafil® Pulse drinking water station

Install detail for the Aquafil Water Refill Station with internal drainage 
For freestanding mounting to concrete slab with sub-surface water and drainage feed 

NOTE: To access the 
connections inside the unit, 
remove the bottom panel with 
the black suction tool supplied. 
See below for details.

Connect to duel check 
valve with 15mm easy 
connect hose

M12 Stainless steel 
chemical anchor 
fixings - 150mm deep

Water supply with 
15mm male fitting

40mm Drainage

Concrete Slab

Connect 
drainage to 
40mm waste 
trap

310mm 250mm

Suction tool

Install detail for the Aquafil Water Refill Station with internal drainage 
For freestanding mounting to concrete slab close to a building wall with rear entry for water and drainage feed

Connect to duel check 
valve with 15mm easy 
connect hose

Water supply with 15mm 
male fitting

M12 Stainless steel 
chemical anchor fixings - 
150mm deep

Connect 
drainage to 
40mm waste 
trap

Concrete slab

Building wall

40mm Drainage
Water supply

NOTE: To access the connections 
inside the unit, remove the bottom 
panel with the black suction tool 
supplied. See below for details.

Minimum 
clearance
100mm250mm310mm

Suction tool
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